
HVAC Equipment List
Hobby Airport

Revised June 20, 2011
Deletions are shown in "Red"
Additions are shown in "Blue"

EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

Chiller #1 York Main Terminal Model  YKHHHDJ1-CBES     Central Concourse         Good
1025 Ton S/N      5HKM503910

Chiller #2 York Main Terminal Model YKHHHDJI-CBES     Central  Concourse         Good
1025 Ton S/N  5HKM504040

Chiller #3 York Main Terminal Model    YKHHHDJI-CBES      Central Concourse         Good
1039 Ton  S/N     5HKM504890

Chiller #4 York Main Terminal Model YKGBFDH7CYES       Central Concourse         Good
  811  Ton S/N 5HKM504180

CHWP  #1 Bell/Gossett Main Terminal Model  VCSC       Central Concourse         Good
  20  HP  S/N 2291347
10x12x11

CHWP  #2 Bell/Gossett Main Terminal Model VCSC       Central Concourse         Good
  20  HP S/N 2303819
10x12x11

CHWP  #3 Bell/Gossett Main Terminal Model   VCSC       Central Concourse         Good
  20  HP S/N 2303820
10x12x11

CHWP  #4 Bell/Gossett Main Terminal Model VCSC       Central Concourse         Good
  20  HP S/N 2303837
10x12x11

CHWP  ( Standby) Bell/Gossett Main Terminal Model VCSC       Central Concourse         Good
  20  HP S/N 2303818
10x12x11

CHWP  #5 (VSD) Bell/Gossett Main Terminal Model VCSC       Central Concourse         Good
  75  HP S/N 2302377
11x12x11.7

CHWP #6 (VSD) Bell/Gossett Main Terminal Model VCSC       Central Concourse         Good
  75  HP S/N 2302379
11x12x11.7

CHWP #7 (VSD) Bell/Gossett Main Terminal Model   VCSC       Central Concourse         Good
  75  HP S/N 2302380
11x12x11.7

Air Comp. #1 Curtis Main Terminal Model 24DW11E       Central Concourse         Poor
S/N 30X86-240

  30X86
Air Comp. #2 (Back-up) Industrial Air Main Terminal         Model  D-B103H26       Central Concourse         Fair

  30X86 S/N 093100-R
AHU-T105 York Main Terminal       Model  AP-250       Central Concourse         Good

   15  HP S/N DGLM25054B
12200cfm

Refrigerant Monitor Sherlock Main Terminal Model 802       Central Concourse         Good
  134 - A S/N 021-802-0022

Exhaust Fan Greenheck Main Terminal BSG-160-13      Central Plant         Good
02A02707

 9 yrs.

 9 yrs.

11 yrs.

 9 yrs.

 9 yrs.

20 yrs.

13 yrs.

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

 9 yrs.

 9 yrs.

 9 yrs.

 9 yrs.

 9 yrs.

 9 yrs.

 9 yrs.

 9 yrs.

 9 yrs.

 9 yrs.
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

HW - Boiler #1 Centuri Main Terminal  51 WB 250A-IFC       Central Concourse          New
Nat. Gas 809127544
250 gal

HW - Boiler #2 Centuri Main Terminal  51 WB 250A-IFC       Central Concourse          New
Nat. Gas 809127545
250 gal

Heat Pump # 1 York Main Terminal YSEAEAS4-CUES       Central Plant         New
225 Ton M 478690-10A
   134-A

HWCP #1  Marathon Main Terminal       Central Concourse          New
1760rpm 256TTDB4026BB
  20 HP

HWCP #2 Marathon Main Terminal       Central Concourse          New
1760rpm 256TTDB4026BB
  20 HP

Heat Pump-CHWP#1 Baldor Main Terminal        EM3309T      Central Plant          New
1160 rpm F0907212810
    5 HP

Heat Pump-CHWP#2 Baldor Main Terminal        EM3309T      Central Plant         New
1160 rpm F0907212840
    5 HP

Air-Dryer # 1 Hankinson Main Terminal      HPR15-115      Central Plant         Good
  134-A H015A1150808016

Air-Dryer # 2 Johnson Cont Main Terminal        A-4412-1      Central Plant         Poor
R-22 RY10330

SP- T103 Greenheck Main Terminal CSP-A190-00      Central Plant          New
180cfm 11836699

FCU-T107 McQuay Main Terminal F.TSC.2.S04.AA.70      Central Plant          New
400 cfm 211536200

Condenser Water Pump #1 Bell&Gossett    Cooling Tower          14RJMC Cooling tower          Fair
100 HP N/A
9.374"

Condenser Water Pump #2 Bell&Gossett Cooling tower          14RJMC    Cooling Tower          Fair
100 HP N/A
9.374"

Condenser Water Pump #3 Bell&Gossett Cooling tower          14RJMC    Cooling Tower          Fair
100 HP N/A
9.374"

Condenser Water Pump #4 Bell&Gossett Cooling tower          14RJMC    Cooling Tower          Fair
100 HP N/A
9.374"

 9 yrs.

 9 yrs.

 9 yrs.

10/10/2010

10/10/2010

10/10/2010

10/10/2010

10/10/2010

10/10/2010

 2 yrs.

10/10/2010

 9 yrs.

20 yrs.

10/10/2010

10/10/2010
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LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

Exhaust Fan - 2 Windmaster Cooling tower        DCK-36H    Cooling Tower           Poor
497 rpm ZQB277407
1/2 HP

Exhaust Fan - 8 Windmaster Cooling tower        DCK-24G    Cooling Tower           Poor
854 rpm ZQB277441
1/2 HP

Tower Cell #1 Marley    Central Conc. XEX-EEE-45/ABS    Cooling Tower           Poor
1775rpm 01MCN95697C0
  50  HP

Tower Cell #2 Marley    Central Conc. XEX-EEE-45/ABS    Cooling Tower           Poor
1775rpm 01MCN95697C0
  50  HP

Tower Cell #3 Marley    Central Conc. XEX-EEE-45/ABS    Cooling Tower           Poor
1775rpm 01MCN95697C0
  50  HP

Tower Cell #4 Marley    Central Conc. XEX-EEE-45/ABS    Cooling Tower           Poor
1775rpm 01MCN95697C0
  50  HP

Sewage Ejection Pump #1 Peabodybarn Airport Site        3SE3744L    Cooling tower           Poor
S931272

Sewage Ejection Pump #2 Peabodybarn Airport Site        3SE3744L    Cooling tower           Poor
S9312-2

AHU - C101 York West  Cent. Conc.           AP - 150      Gate - 50          Good  7 yrs.
6850cfm CKLM13207D

7 1/2
AHU - C102 York West  Cent. Conc.           AP -   60      Gate - 50          Good  7 yrs.

2500cfm CKLM13201D
3hp

AHU - C103 York West  Cent. Conc.           AP - 215  Gate-41/43/45          Good  7 yrs.
10600cfm CKLM13218D
15hp

AHU - C104 York West  Cent. Conc.           AP - 305  Gate-48/50/52          Good  7 yrs.
12600cfm CKLM13203D

15
AHU - C105 York West  Cent. Conc.           AP - 150   Gate-47/49/51          Good  7 yrs.

6100cfm CKLM13204D
5

AHU - C106 York West  Cent. Conc.           AP -   60   Gate- 48/50/52          Good  7 yrs.
2350cfm CKLM13202D

3
AHU - C107 York West  Cent. Conc.           AP - 215   Gate-47/49/51          Good  7 yrs.

9000cfm CKLM13212D
10

17 yrs.

17 yrs.

17 yrs.

17 yrs.

17 yrs.

17 yrs.

17 yrs.

17 yrs.
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

AHU - C108 York West  Cent. Conc.           AP - 215   Gate-41/43/45          Good  7 yrs.
8150cfm CKLM13215D

10
AHU - C109 York West  Cent. Conc.          AP - 120   Gate-41/43/45          Good  7 yrs.

4600cfm CKLM13205D
5

AHU - C110 York West  Cent. Conc.          AP - 250   Gate-40/42/44          Good  7 yrs.
10600cfm CKLM13217D

15
AHU - C111 York West  Cent. Conc.          AP - 215   Gate-40/42/44          Good  7 yrs.

9100cfm CKLM13189D
10

AHU - C112 York West  Cent. Conc.          AP -  20   Gate-40/42/44          Good  7 yrs.
5000cfm CKLM13197D

5
AHU - C113 York West  Cent. Conc.          AP - 215   West Elec. Rm          Good  7 yrs.

9500cfm CKLM12842D
7 1/2

AHU - C113A York West  Cent. Conc.          AP - 215    West Elec.Rm          Good  7 yrs.
9500cfm CKLM12843D

7 1/2
AHU-C114 York West  Cent. Conc.          AP - 215   Gate-41/43/45          Good  7 yrs.

10200cfm CKLM13195D
15

AHU-C115 York West  Cent. Conc.          AP - 215   Gate-41/43/45          Good  7 yrs.
10100cfm CKLM13196D

15
AHU - C116 York West  Cent. Conc.          AP - 150   Gate-40/42/44          Good  7 yrs.

5800cfm CKLM13199D
5

AHU - C117 York West  Cent. Conc.          AP -  35   Gate-40/42/44          Good  7 yrs.
1200cfm CKLM13200D

1
AHU - C118 York West  Cent. Conc.          AP - 150   SW-Prov. Rm.          Good  7 yrs.

6750cfm CHLM12844D
7 1/2

AHU - C119 York West  Cent. Conc.          AP -  60    Rm. 1.Y21.1          Good  7 yrs.
2500cfm CHLM12847D

3
AHU - C120 York West  Cent. Conc.          AP -  60    Loading Dock          Good  7 yrs.

9500cfm CHLM12822D
7 1/2

AHU - C121 York West  Cent. Conc.          AP - 35    Loading Dock          Good  7 yrs.
1000cfm CALM12818D

1 1/2
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C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

AHU - C122 York East Cent. Conc.          AP - 150 TSA-Tug Tunnel          Good  7 yrs.
7200cfm CALM09618D

5
AHU - C123 York East Cent. Conc.         AP - 150 TSA-Tug Tunnel          Good  7 yrs.

7200cfm CALM09682D
5

AHU - C124 York East Cent. Conc.         AP - 120 TSA-Tug Tunnel          Good  7 yrs.
6000cfm CALM09683D

5
AHU - C125 York East Cent. Conc.         AP - 120 TSA-Tug Tunnel          Good  7 yrs.

6000cfm CALM09684
5

AHU - C126 York East Cent. Conc.         AP - 305   Gate-20/22          Good  7 yrs.
13500cfm CBLM09901D

15
AHU - C127 York East Cent. Conc.         AP - 305   Gate-20/22          Good  7 yrs.

13600cfm CBLM09917D
15

AHU - C128 York East Cent. Conc.         AP - 170   Gate-20/22          Good  7 yrs.
7000cfm CBLM09918D

7 1/2
AHU - C129 York East Cent. Conc.         AP - 250   Gate-21/23          Good  7 yrs.

11100cfm CBLM09919D
15

AHU - C130 York East Cent. Conc.         AP - 250   Gate-21/23          Good  7 yrs.
11500cfm CBLM09920D

15
AHU - C131 York East Cent. Conc.         AP - 170   Gate-21/23          Good  7 yrs.

6700cfm CBLM09921D
7 1/2

AHU - C132 York East Cent. Conc.         AP -  35   Gate-21/23          Good  7 yrs.
1100cfm CBLM09970D

1 1/2
AHU - C133 Trane West  Cent. Conc. MCCB003UA0C0JA   Gate-47/49/51          Good  7 yrs.

3 K02K57292A

AHU - C134 Trane West  Cent. Conc. BCHBCC122A2321B   Gate-40/42/44          Good  7 yrs.
1 TQ2L48395

             
AHU - C136 McQuay Cen.Conc. 1.YY2.1    CAH025GDAC   Gates-24/25          Good  6  yrs.

11000cfm FB0U06700181
   10 hp

AHU - C137 McQuay Cen.Conc. 1.YY2.1    CAH025GDAC   Gates-24/25          Good  6  yrs.
11000cfm FB0U06700179
   10 hp
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C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

AHU - C138 McQuay Cen.Conc. 1.YY2.1    CAH025GDAC  OA-136,37,39,40          Good  6  yrs.
11000cfm FB0U06700180
   10 hp

AHU - C139 McQuay Cen.Conc. 1.YY2.4    CAH025GDAC   Gates-24/25          Good  6  yrs.
11000cfm FB0U06700250
   10 hp

AHU - C140 McQuay Cen.Conc. 1.YY2.4    CAH025GDAC   Gates-24/25          Good  6  yrs.
10390cfm FB0U060249
   10 hp

AHU - C141 McQuay Cen.Conc. 1.YY2.4    CAH021GDAC  Electrical Closet          Good  6  yrs.
10000cfm FB0U60700218
  7.5 hp

AHU - C142 McQuay Cen.Conc. 1.YY2.4    CAH021GDAC E.Concourse Offices          Good  6  yrs.
 9000cfm FB0U60700216
  7.5 hp

AHU - C301 York Main Term./3rd Fl.         AP - 305 CC W.Admin off.          Good  7 yrs.
15000cfm CBLM09964D

15
AHU - C302 York Main Term./3rd Fl.         AP - 400 CC W.Admin off.          Good  7 yrs.

18250cfm CBLM09965D
20

AHU - C303 York Main Term./3rd Fl.         AP - 400 CC W.Admin off.          Good  7 yrs.
18950cfm CBLM09966D

20
AHU - C304 York Main Term./3rd Fl.        AP - 215 OA - 301/302/303          Good  7 yrs.

9500cfm CBLM09967D
7 1/2

AHU - C305 York Main Term./3rd Fl.        AP - 250 CC E.Admin off.          Good  7 yrs.
11700cfm CBLM09968D

15
AHU - C306 York Main Term./3rd Fl.        AP - 105 OA - for C305          Good  7 yrs.

4500cfm CBLM09969D
5

AHU - T101 York Main Term. / 1st Fl.        AP - 215 SWA Break Rm.          Good  7 yrs.
10000cfm CHLM12848D

15
AHU - T102 York Main Term. / 1st Fl.        AP -  60 SWA Break Rm.          Good  7 yrs.

2500cfm CHLM12849D
2

AHU - T103 York East Cent. Conc.        AP - 215 Tugtunnel EleRm          Good  7 yrs.
10000cfm CGKM06728D

5
AHU - T104 York East Cent. Conc.        AP -  80 Tugtunnel EleRm          Good  7 yrs.

3000cfm CGKM06729D
2
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

AHU - T105 York Main Terminal        AP - 105 Central Plant          Good  7 yrs.
4500cfm CHLM13346D

5
AHU - USO McQuay West  Cent. Conc. 3URB4FB-BBTHV USO-1.Y26.1          Good  7 yrs.

1500cfm F0704113597
1

AHU - T301 York Main Term./ 3rd Fl.       AP - 1000 SWA Main.ticket          Good  7 yrs.
35000cfm CKKM07162D

60
AHU - T302 York Main Term./3rd Fl.       AP -   170 SWA Main.ticket          Good  7 yrs.

6500cfm CKKM01002D
7 1/2

AHU - T303 York Main Term./3rd Fl.       AP -   800 SWA Main.ticket          Good  7 yrs.
28000cfm CKKM07212D

50
AHU - T304 York Main Term./3rd Fl.       AP -   150 SWA Main.ticket          Good  7 yrs.

6800cfm CKKM07213D
5

AHU - # 1 Trane W.Conc./1st.Fl.   BCHCO18EA0A4 TSA-Breakroom          Good  6 yrs.
1725 rpm TOGE30008
  1/3 hp

AHU - # 2 Trane W.Conc./1st.Fl.   BCHCO54EA0A4 TSA-Screen area          Good  6 yrs.
1725 rpm TOGE30007
  1/3 hp

AHU - # 3 Trane W.Conc./1st.Fl.   BCHCO18EA0A4 TSAcomputer Rm          Good  6 yrs.
1725 rpm TOGE30006
  1/3 hp

Leibert # 1 Leibert AboveSWAcounter MMD24EX0ED0 SWATicketOffice          Good  7 yrs.
2000cfm 0214N62101

1/2
Leibert # 2 Leibert AboveSWAcounter MCD24ALXH3 SWATicketOffice          Good  7 yrs.

2000cfm 0211N61D98
1/2

Liebert # 3

Air-Curtains - (C101/C109) Marley E.Cent. Conc.1st fl HV1920-4520WRS TSATug Tunnel   Deficient  9 yrs.
(These curtains are obsolete) No longer manufactured

4100 cfm N/A
    2 hp

ACU - C101 Leibert Central Concourse   MMD24EX0ED0         1.Y30.1         Good  2 yrs.
24000btu 0211N61114

1/2
CU - C101 Leibert Central Concourse    MCD24ALXH3         1.Y30.1         Good  2 yrs.

24000btu 0211N61152
1/2
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EQUIPMENT ID EQUIPMENT 
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LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

ACU - C102 Leibert Central Concourse   MMD24EX0ED0         1.Y24.1         Good  2 yrs.
24000btu 0211N61110

1/2
CU - C102 Leibert Central Concourse    MCD24ALXH3         1Y24.1         Good  2 yrs.

24000btu 0211N61115
1/2

ACU - C104 Leibert Central Concourse  MMD36EA0ED0          1.Y17.6         Good  2 yrs.
36000btu 0211N61059

1/2
CU - C104 Leibert Central Concourse    MCD36ALAH3 Elev.13-Hallway         Good  2 yrs.

36000btu 021N61119
1/2

ACU - C105 Leibert Central Concourse  MMD24EX0LD0          1.Y12.1         Good  2 yrs.
24000btu 0211N62824

1/2
CU - C105 Leibert Central Concourse    MCD24ALXH3          1.Y12.1         Good  2 yrs.

24000btu 0211N61084
1/2

ACU - C106 Leibert Central Concourse   MCD24ALXH3          1.Y10.4         Good  2 yrs.
24000btu 0214N61886

1/2
CU - C106 Leibert Central Concourse MMD24EX0EE0          1.Y10.4         Good  2 yrs.

24000btu 0214N62098
1/2

ACU - C107 Leibert Central Concourse MCD24EEX0EV0          1.Y5.3         Good  2 yrs.
24000btu 0211N61095

1/2
CU - C107 Leibert Central Concourse   MCD24ALXH3          1.Y6.2         Good  2 yrs.

24000btu 0211N61148
1/2

ACU - C301 Leibert Central Concourse   MCD24LX3H3        3.Y17.20         Good  2 yrs.
24000btu 0211N61600

1/2
CU - C301 Leibert Central Concourse  MMD24EX0ED0        3.Y17.20         Good  2 yrs.

24000btu 0211N61205
1/2

FCU - #1 McQuay   New Location N/A      IDF Room         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #3 McQuay Bldg.Serv.Lobby N/A Bldg.Serv.lobby         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #4 McQuay Bldg.Serv.Lobby N/A Bldg.Serv.lobby         Poor 17 yrs.
11000cfm N/A

1/5
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

FCU - #5 McQuay Superviser  Off. N/A Supervisor  Off.         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #6 McQuay Superint.Lobby N/A Superint. Assist.         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #7 McQuay Superint. Office N/A Superint. Office         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #8 McQuay Vacant Office N/A Vacant Office         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #9 McQuay Superint. Lobby N/A Vacant Office         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #10 McQuay Superint.Office N/A Superint. Office         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #11 McQuay Bldg.Serv.Lobby N/A Bldg.Serv.lobby         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #12 McQuay Training Room N/A Training Room         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #13 McQuay Safety Rep. Off. N/A Safety Rep. Off.         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #14 McQuay Support System N/A Support System         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #15 McQuay Comp. Analyst N/A Comp. Analyst         Poor 17 yrs.
11000cfm N/A

1/5
FC U - #16 McQuay Comp. Analyst N/A Comp. Analyst         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #17 McQuay     Programmer N/A     Programmer         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #18 McQuay Lost and Found N/A Lost and Found         Poor 17 yrs.

11000cfm N/A
1/5

FC U - #19 McQuay Men's Rest Rm. N/A Men's Rest Rm.         Poor 17 yrs.
11000cfm N/A

1/5
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LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

FCU - #20 McQuay Ladies Rest Rm. N/A Ladies Rest Rm.         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #21 McQuay Room # T1328 N/A Back Entry Area         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #22 McQuay Store Room N/A Store  Room         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #23 McQuay     Breakroom N/A     Breakroom         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #24 McQuay Exercise room N/A Exercise Room         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #25 McQuay      Breakroom N/A      Breakroom         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #26 McQuay Exercise room N/A Exercise Room         Poor 17 yrs.
11000cfm N/A

1/5
FCU - #27 McQuay Exercise room          SH081FL Exercise Room         Poor 17 yrs.

11000cfm N/A
1/5

FCU - #28 McQuay Exercise room          SH081FL Exercise Room         Poor 17 yrs.
11000cfm  N/A

1/5
OAHU - 42 Enviro-Tech   Bldg. Services VV25BE8BR02516 Bldg. Services         Poor 17 yrs.

2 hp N/A
Gas Water Heater Rheem   Bldg. Services        ES50-27-G Bldg. Services         Poor 14 yrs.

   27 KW CL0297R1196E00
  50 gal.

Water Fountain HalseyTaylor   Bldg. Services Bldg. Services         Poor 14 yrs.
EF - C101 Greenheck          1.Y27.4      BSQ-180-20     Rest Rooms         Good  2 yrs.

3 02A02463
EF - C102 Greenheck          1.Y27.1      BSQ-70-5      Rest Rooms         Good  2 yrs.

1 02A04431
EF - C103 Greenheck          1.Y24.2      BSQ-140-10   Electrical Closet         Good  2 yrs.

1 02A02700
EF - C104 Greenheck          1.Y18.2      BSQ-240-20 Cent. Con Tunnel         Good  2 yrs.

2 02A02469
EF - C105 Greenheck          1.Y6.1      BSQ-70-4      Rest Rooms         Good  2 yrs.

4 02A04432
EF - C106 Greenheck          1.Y4.1      BSQ-160-20      Rest Rooms         Good  2 yrs.

2 02A02708
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Revised June 20, 2011
Deletions are shown in "Red"
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

EF - C107 Greenheck          1.Y19.1      BSQ-160-10  Generator room         Good  2 yrs.
1 02A02706

EF - C108 Cook          1.Y29.10      135-SQNB Men's/Ladies RR.         Good  2 yrs.
1 302S694912

EF - C109 Cook Central Concourse      100-SQNB Men's/ladies RR         Good  2 yrs.
1/2 1.YY4.1 302S694912

EF - C110 Cook          1.Y22.23      180-SQNB Men's/Ladies RR         Good  2 yrs.
1 1/2 302S694912

EF - C111 Cook          1.Y19.21      100-SQNB Men's/Ladies RR         Good  2 yrs.
1/2 302S694912

EF - C201 Cook Central Concourse N/A Men's/Ladies RR         Good  2 yrs.
1/2 2.Y18.1           N/A

EF - C202 Cook Central Concourse N/A Men's/Ladies RR         Good  2 yrs.
1/2 2.Y9.2           N/A

EF - C203 PennBarry Central Concourse         SX155BC Men's/Ladies RR         Good  2 yrs.
1 1/2 2.Y5.1

EF - C204 PennBarry Central Concourse         SX100BC Men's/Ladies RR         Good  2 yrs.
1/4 2.YY1.1

EF - C301 Cook          3.Y17.10         80-SQNB Men's/Ladies RR         Good  2 yrs.
1/2 302S694912

EF - C302 Cook           3.Y14.1        135-SQNB Men's/Ladies RR         Good  2 yrs.
3/4 302S694912

SF - C101 Cook           1.Y29.16        180-SQNB Maint.Stockroom         Good  2 yrs.
1/2 302S694912

SF - C102 Cook           1.Y26.20        135-SQNB Provisioning Rm.         Good  2 yrs.
1 1/2 302S694912

SF - C301 Cook           3.Y17.10        135-SQNB Men's/Ladies RR         Good  2 yrs.
3/4 302S694912

SF - C302 Cook           3.Y11.13        100-SQNB Men's/Ladies RR         Good  2 yrs.
3/4 302S694912

AHU - #1 Carrier      NR-7 Bldg. 40RM-012H611HC     HPD - Internal          Good  6 yrs.
   12 Ton 1304F23519

2 1/2
AHU - #2 Carrier       NR-7 Bldg. 40RM-012H611HC     HPD - External          Good  6 yrs.

   12 ton 09004F18556
2 1/2

AHU - #3 Carrier       NR-7 Bldg. 40RM-008H611HC TSA - Area 400          Good  6 yrs.
    8 Ton 1401F24611

AHU - #4 Carrier       NR-7 Bldg. 40RM-012H611HC    Public Safety          Good  6 yrs.
12 Ton 1404F24744

CU - #1 Carrier       NR -7 Bldg. 38ARD014-601    HPD - Internal          Good  6 yrs.
12 Ton 1904F32271
    3 (2)
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

CU - #2 Carrier       NR-7 Bldg. 38ARD012-601    HPD - External          Good  6 yrs.
12 Ton 33004G30049
    1 (2)

CU - #3 Carrier       NR-7 Bldg.  38ARZ008 601 TSA - Area 400          Good  6 yrs.
   8 Ton 2004G20010
    3 (2)

CU - #4 Carrier       NR -7 Bldg. 38ARD012-601     Public Safety          Good  6 yrs.
12 Ton 3204G30012
    3 (2)

Leibert Unit Leibert       NR-7 Bldg. MCD36ALAH3 Server Rm. #117          Good  6 yrs.
  3 Ton 0430N94759

1/2
Carrier Roof Top Carrier       NR-7 Bldg. 48TMD025-511BA    Badging area          Good  6 yrs.

1505F12413
Exhaust Fan # 1 Cook       NR-7 Bldg.    MODGC-320 Public safety          Good  6 yrs.
Exhaust Fan # 2 Cook       NR-7 Bldg.   MOD120SQNB HPD          Good  6 yrs.
Exhaust Fan #3 Cook       NR-7 Bldg.    MOD80SQNB TSA-Restrooms          Good  6 yrs.
Exhaust Fan #4 Cook       NR-7 Bldg.  MOD90SQN12D HPD-Restrooms          Good  6 yrs.
Supply Fan #5 Cook       NR-7 Bldg.    MOD80SQNB Airport operation          Good  6 yrs.
HWH - #1 A.O.Smith       NR-7 Bldg. DRE-52-917   TSA,HPD&PS          Good  6 yrs.

52 gallon G04M011133
HWH - #2 American       NR-7 Bldg. ES1-20U-055U Badging Office           Fair 13 yrs.

20 gallon 9749130698
AHU - WT101 McQuay T/West Rm#101.33    CAH040GDAC Racom,OPS,AOA          Good  2 yrs.

21000cfm FB0U080801319
25

ACU - WT101 Leibert T/West Rm#101.22  ET060SRA0AA5483 Racom,OPS,AOA          Good  2 yrs.
1250cfm N08BH50381

1/2
ACU - WT102 Leibert T/West Rm#101.22  ET060SRA0AA5483 Racom,OPS,AOA          Good  2 yrs.

1250cfm N08BH50383
1/2

ACU - WT103 Leibert T/west Rm#101.  ET060SRA0AA5483 Electrical Room          Good  2 yrs.
1250cfm N08BH50380

1/2
ACU - WT104 Leibert T/West Rm#101.27 ET060SRA0AA5077   Oper. Security          Good  2 yrs.

1250cfm N08BH50474
1/2

ACU - WT105 Leibert T/West Rm#101.22    MM036EA05D0         Racom          Good  2 yrs.
1250cfm 0833A1171996

1/2
ACU - WT106 Leibert T/West Rm#101.25 ET060SRA0AA5077     RIDF Room          Good  2 yrs.

1250cfm N08GH50489
1/2
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

ACU - WT107 Leibert T/west Rm# 101.25 ET060SRA0AA5077 Situation Room          Good  2 yrs.
1250cfm N08GH50475

1/2
ACU - WT108 Leibert T/West Rm#101.25 ET060SRA0AA5077 Conference Rm.          Good  2 yrs.

1250cfm N08GH50476
1/2

FCU - WT101 McQuay  T/West Rm# FTSC2S04AA70A00   Elevator Room          Good  2 yrs.
 AY18G1B1

1/3 AUBU08300303
FCU - WT102 McQuay T/West Rm#101.33 FTSC2S08AB7E00-  Mechanical Rm.           Good  2 yrs.

1/3 AY18G1C1
AUBU083400305

DX - #1 Trane  Parking Garage TSCO48E4RBAOM    MDF Room           Good  2 yrs.
4 Ton O - 1A1A00300

842100284L
Steam Humidifier Carnes   Parking Garage  HCAGFU005BAT     MDF Room           Good  2 yrs.

530811.001
EF - WT201 Greenheck   Operation Room FWE48A110251MK OperationShower           Good  2 yrs.

750 cfm F08J200146
1/3

EF - WT202 Greenheck  T/W RR by Racom FWE48A110251MK RR by Racom Hall           Good  2 yrs.
730 cfm F08J030138

1/3
EF - WT301 Greenheck  T/West  Roof          G-085-B Mgmt. Rest Rms.           Good  2 yrs.

750 cfm N/A
1/3

EWH - #1 Lochnivar T/W Mech#101.33       LTX066KK OPS,Racom,AOA           Good  2 yrs.
65 gallon EF10659221

EWH - #2 Lochnivar T/W Mgmt.3rd. Fl.       JRC012E MgmtBreakroom           Good  2 yrs.
12 gallon EF1073411651

HWCP Aurora T/West Rm#101.33         LR20BF OPS,Racom,AOA           Good  2 yrs.
2900rpm N/A

1/2
Window Unit #1 Carrier Gate # N-60 Trailer KHA023301P Sec. Chpt./N-60           Good  2 yrs.

18000cfm 0308V00023
Window Unit #2 Carrier Gate # N-60 Trailer KHA023301P Sec. Chpt./N-60           Good  2 yrs.

18000cfm 0308V00022
Window Unit #3 Carrier    K-9 Trailer/HPD WA372-A10 K-9 Trailer/HPD           Good  2 yrs.

225C082479613
Water Drink Fountain #1 Elkay Racom RR Hallway            ETZL OPS,Racom,AOA           Good  2 yrs.

N/A
Water Drink Fountain #2 Elkay Racom RR Hallway             LTZL OPS,Racom,AOA           Good  2 yrs.

N/A
AHU - T106 McQuay Term./Rm#102.46 CAH030GDAC TSA-HVAC-Elev         New   1 yr.

15000cfm FB0U09091870
15
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

AHU - T106  (VAV's) McQuay   See Mech. Prints Vav1 thru Vav16         New   1 yr.
AHU - T107 McQuay Term./Rm#101.48 CAH011GDAC DeplaneCorridor         New   1 yr.

5000cfm FB0U09091876
AHU - T108 McQuay Term./Rm#101.48 CAH021GDAC Ticketing Level 2         New   1 yr.

10500cfm
15

AHU - T108 (VAV's) See Mech. Prints Vav1 thru Vav08         New   1 yr.
AHU - T109 McQuay W. Terminal CAH050GDAC W.Centr Baggage         New   1 yr.

25000cfm
30

AHU - T110 Munters W. terminal HCUC-4000 AHU - T109         New   1 yr.
3500cfm

5
AHU - T111 McQuay Term./Rm#101.60 CAH050GDAC E.CentralBaggage         New   1 yr.

25000cfm
30

AHU - T111 ( 16 VAV's) See Mech. Prints Vav3 thru Vav19         New   1 yr.
OAHU - T112 Munters Term./Rm#101.60    HCUC-4000 E.CentralBaggage         New   1 yr.

3755cfm EC809050002jak
5

AHU - ET101 McQuay Term./Rm#101.50 CAH014GDAC ATO-2/Ticketing         New   1 yr.
7000cfm

7 1/2
AHU - ET101 ( 18 VAV's) See Mech. Prints Vav1thru Vav18         New   1 yr.
AHU - ET102 McQuay  Term./Rm# 100.1 CAH025GDAC ATO2nd/HAS Off.         New   1 yr.

10500cfm
15

AHU - ET102 ( 13 VAV's) McQuay See Mech. Prints Vav1 thruVav13         New   1 yr.
AHU - ET103 McQuay  Term./Rm# 104.6 CAH021GDAC ATO2nd/HAS Off.         New   1 yr.

10500cfm FB0U91201321
15

AHU - ET103 ( 6 VAV's) See Mech. Prints Vav1 thru Vav06         New   1 yr.
AHU - ET301 McQuay  T.Roof Mech. Rm. CAH036GDAC E.Ticketing lobby         New   1 yr.

15000cfm FB0U090901747
15

AHU - ET301 ( 12 VAV's) See Mech. Prints Vav1 thru Vav12         New   1 yr.
AHU - ET302 McQuay  T.Roof Mech.Rm. CAH011GDAC Elec Rm. Level 1         New   1 yr.

5000cfm FB0U91000566
10

AHU - ET302 ( 3 VAV's) See Mech. Prints Vav1 thru Vav03         New   1 yr.
AHU - ET303 Munters T. Roof Mech.Rm. HCUC-3000 AHU301-AHU302         New   1 yr.

2800cfm EC809505003jak
3
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Hobby Airport

Revised June 20, 2011
Deletions are shown in "Red"
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

ACU - WR105      Leibert W. Terminal UH376CVA00  MDF Room         New   1 yr.
9000cfm

10
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

ACU - WR106 Leibert W. Terminal UH376CVA00  MDF Room         New   1 yr.
9000cfm

10
ACU/ CU  - T104 Leibert T. Main/E.Corridor MMD36E Comm. Room         New   1 yr.

1250cfm
1/2

ACU /CU - ET101 Leibert Ter. Main Corridor PFH037ACAL3 Comm. Room         New   1 yr.
1250

1/2
ACU - ET102 Leibert MMD36E         New   1 yr.

1/2
ACU /CU ET201 Leibert Ter. Main Corridor PFH037ACAL3 Comm. Room         New   1 yr.

1250
1/2

FCU - T103 McQuay Terminal        FTSC-S12 AHU-ET101         New   1 yr.
940cfm Mec. Rm. 101.50

1/8
FCU - T104 McQuay Term./Rm#101.60        FTSC-S12     AHU-T111         New   1 yr.

940cfm
1/8

FCU - T105 McQuay Terminal        FTSC-S12     AHU-T108         New   1 yr.
940cfm

1/8
 FCU - T106 McQuay Terminal        FTSC-S04 Elev Equip. Rm.         New   1 yr.

400cfm
0

 FCU - T107 McQuay Terminal        FTSC-S04 AHU-ET301         New   1 yr.
400cfm

0
FC U - T108 McQuay Term./Rm#102.42        FTSC-S12 AHU - T106         New   1 yr.

940cfm
1/8

 FCU - T109 Enviro-Tech Term./Rm101.62.1       HPP Store Rm.by Elev         New   1 yr.
1600cfm

1/4
FCU - T110 McQuay Term./Rm101.62.1        FTSC-S04 Elevator Rm.         New   1 yr.

400cfm
0

FCU - ET101 McQuay Terminal        FTSC-S12 AHU-ET103/104         New   1 yr.
940cfm Mech.Rm.104.6

1/8
FCU - ET102 McQuay Terminal        FTSC-S08 AHU-T103         New   1 yr.

610cfm
1/8
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

FCU - ET103 McQuay Term./Rm.#104.3.1        FTSC-S04 Elev. Equip. Rm.         New   1 yr.
400cfm

0
FCU - ET104 McQuay Terminal        FTSC-S12 AHU-T107         New   1 yr.

940cfm Mech.Rm.101.48
1/8

FCU - ET301 McQuay Terminal        FTSC-S12 AHU-T110         New   1 yr.
940cfm Const. Area

1/8
FCU - TSA#101 Enviro-Tech TSA Baggage Insp.         HPP Term./ EDS Rm.         New   1 yr.

1800cfm
1/4

FCU - TSA#102 Enviro-Tech TSA Baggage Insp.         HPP Term./ EDS Rm.         New   1 yr.
1800cfm

1/4
FCU - TSA#103 Enviro-Tech TSA Baggage Insp.         HPP Term./ EDS Rm.         New   1 yr.

1800cfm
1/4

FCU - TSA#104 Enviro-Tech TSA Baggage Insp.         HPP Term./ EDS Rm.         New   1 yr.
1800cfm

1/4
FCU - TSA#105 Enviro-Tech TSA Baggage Insp.         HPP TSA Breakroom         New   1 yr.

660cfm
1/6

FCU - TSA#106 Enviro-Tech TSA Baggage Insp.         HPP Supervisor office         New   1 yr.
910cfm

1/6
FCU - TSA#107 Enviro-Tech TSA Baggage Insp.         HPP       IDF Room         New   1 yr.

1600cfm
1/4

FCU - TSA#108 Enviro-Tech TSA Baggage Insp.         HPP Term./ EDS Rm.         New   1 yr.
600cfm

1/3
FCU - TSA#109 McQuay TSA Baggage Insp.         LAH005A Baggage Make up         New   1 yr.

1800cfm
3/4

FCU - TSA#110 McQuay TSA Baggage Insp.         LAH005A         New   1 yr.
1800cfm

3/4
FCU-SWA Gen. Room Magic Aire Cent.Conc 1.Y20.1      90-HBAW-6      Jet Bridges         Fair 14 yrs.

3 W020843397
ACTN - TSA101A Mars TSA baggage Insp.     HV96-2UD-BG Baggage Make up         New  1 yrs.

1750rpm 209065
   1 hp

Baggage Make upTSA 
Baggage Insp.
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

ACTN - TSA101B Mars TSA baggage Insp.           HV48 Baggage Make up         New   1  yrs.
1750rpm 0907F48HV-L
   1 hp

ACTN - TSA102A Mars TSA baggage Insp.     HV96-2UD-BG Baggage Make up         New   1  yrs.
1750rpm 209066
   1 hp

ACTN - TSA102B Mars TSA baggage Insp.           HV48 Baggage Make up         New   1  yrs.
1750rpm 0907F48HV-L
   1 hp

ACTN - TSA103A Mars TSA baggage Insp.     HV96-2UD-BG Baggage Make up         New   1  yrs.
1750rpm 209067
   1 hp

ACTN - TSA103B Mars TSA baggage Insp.           HV48 Baggage Make up         New   1  yrs.
1750rpm 0907F48HV-L
   1 hp

ACTN - TSA104A Mars TSA baggage Insp.     HV96-2UD-BG Baggage Make up         New   1  yrs.
1750rpm 209068
   1 hp

ACTN - TSA104B Mars TSA baggage Insp.           HV48 Baggage Make up         New   1  yrs.
1750rpm 0907F48HV-L
   1 hp

EF - TSA101 Greenheck TSA Baggage Insp.      CSP-A710 TSA/baggage RR.        New
1080cfm
325watt

EF - T102 Greenheck Central Plant     BSQ-140-15 Refrig Detectors        New   1 yr.
3200cfm

1 1/2
EF - T401 Greenheck Terminal Roof    CUBE-300-50    Central plant        New   1 yr.

10000cfm 11814295 0907
5

EF - T402 Greenheck Terminal Roof     GB-141HP-3          Toilet        New   1 yr.
833cfm 11814296 0907

1/3
EF - T403 Greenheck Terminal Roof      GB-240-20 Airp. Lobby attic        New   1 yr.

7750cfm 11814297 0907
2

EF - G401 Greenheck Garage roof      GB-161-10 Rental Car area        New   1 yr.
2150cfm

3/4
EF - ET301 Greenheck Terminal Roof      GB-141-7         Toilets        New   1 yr.

1530cfm
3/4

EF - ET302 Greenheck Terminal Roof      GB-141-7         Toilets        New   1 yr.
1580cfm

3/4

  1 yr.
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

EF- ET303 Greenheck Terminal Roof      GB-141-7         Toilets        New   1 yr.
1470cfm

3/4
EF - 1 Penn-Barry    Garage Roof TUB300 C1 VBFM        Parking Garage        New   1 yr.

1750 rpm 93100921
EF - 2 Penn-Barry     Garage roof TUB300 C1 VBFM        Parking Garage        New   1 yr.

1750 rpm 93100924
EF  - 3 Penn-Barry     Garage roof TUB300 C1 VBFM        Parking Garage        New   1 yr.

1750 rpm 93100925
EF  - 4 Penn-Barry     Garage roof TUB300 C1 VBFM        Parking Garage       New   1 yr.

1750 rpm 93100922
SF - T101 Greenheck Mechanical room      SQ-130-A Term. Rm101.48        New  1 yr.

1910cfm
3/4

SF - T201 Greenheck      Passenger P/U      SQ-100-A Curbsidecheck in        New  1 yr.
1000cfm

1/4
SF - ET201 Greenheck      Passenger P/U      SQ-100-A Curbsidecheck in        New  1 yr.

1000cfm
1/4

SF - ET202 Greenheck      Passenger P/U      SQ-100-A Curbsidecheck in        New  1 yr.
1000cfm

1/4
RV - T201 Greenheck Terminal Roof       WD-330 OAHU - hot air        New   1yr.

4000cfm
RV - T202 Greenheck Terminal Roof WD-330 OAHU - hot air        New   1yr.

4000cfm
RV -T 401 Greenheck Terminal WIH O/AforAHUT106        New   1yr.

1460cfm
RV - T402 Greenheck Terminal WIH Mech.Rm. 101.48        New   1yr.

1600cfm
RV - T403 Greenheck Terminal WIH Rtail /2nd. Floor        New   1yr.

430 cfm
RV - ET301 Greenheck Terminal   WIH O/Afor AHUT104        New   1yr.

1460cfm
RV - ET302 Greenheck Terminal   WIH O/AforAHUET102        New   1yr.

1045cfm
RV - ET401 Greenheck Terminal WIH OAHU - hot air        New   1yr.

3000cfm
CP - 1 BellGossett Term.Rm.#101.48      NFB - 22        EWH-1        New   1 yr.

92 Watts
CP - 2 BellGossett  Term.Rm.#104.1      NFB - 22        EWH-1        New   1 yr.

 92 watts
CP - 3 BellGossett  Term.Rm.#201.25      NFB - 22        EWH- 1        New   1 yr.

92 Watts 103251.1J80
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EQUIPMENT ID EQUIPMENT 
DESCRIPTION

LOCATION MODEL / SERIAL # AREA SERVED CONDITION APPROXIMATE AGE

C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

CU - 1 Elkay  Term.Rm.#101.60      EER 301 Water fountains        New   1 yr.
CU - 2 Elkay  Term.Rm.#201.25      EER 301 Water fountains        New   1 yr.
CU - 3 Elkay  Term.Rm.#201.12      EER 301 Water fountains        New   1 yr.
EDF - 1 Elkay Term.Rm.#101.60   EDFPBM114C  Baggage Area        New   1 yr.
EDF - 2 Elkay Term.Rm.#201.25   EDFPBM114C  East Ticketing        New   1 yr.
EDF - 3 Elkay Term.Rm.#201.12   EDFPBM114C   East Ticketing        New   1 yr.
EDF - 2/ADA Elkay Term.Rm.#   LZSTLBZ  Baggage Area        New   1 yr.
EDF - 2/ADA Elkay Term.Rm.#   LZSTLBZ  East Ticketing        New   1 yr.
EDF - 2/ADA Elkay Term.Rm.#   LZSTLBZ  East Ticketing        New   1 yr.
EWH - 1 Lochinvar   Term.Rm.#101.48       LTX066K ConstructionArea        New   1 yr.

 65 Gal. FH123125071DN
EWH - 2 Lochinvar Term.Rm.#201.25       LTX066K Men/ladies RR        New   1 yr.

 65 Gal. FH12285072DN
EWH - 3 Lochinvar Term.Rm.#Const.       LTX066K Men/ladies RR        New   1 yr.

 65 Gal. FH122852867DN
EWH - 4 Lochinvar Term.Rm.#102.52       LTX066K Men/ladies RR        New   1 yr.

 65Gal. FH12312868DN
EWH - 5 A.O.Smith Terminal          AEJC6 TSA Breakroom        New   1 yr.

Rm.#102.50 N/A
EWH - 6  A.O.Smith Terminal          AEJC20 Janitors closet        New   1 yr.

 N/A
EWH - 7 A.O.smith Term.Rm.#101.49          AEJC6   G/T Breakroom        New   1 yr.

   6 Gal. N/A
EWH - 8 A.O.Smith  Term. Rm.# 201.20          AEJC6 CloudRm Kitchen        New   1 yr.

   6 Gal. N/A
EWH - 9 A.O.Smith  Term. Rm.# 201.20          AEJC6 Frontier Airline        New   1 yr.

   6 Gal. 0929J004959
EWH - 10 A.O.Smith  Term. Rm.#201.30          AEJC6 Air-Tran /2nd. FL.        New   1 yr.

   6 Gal. N/A
EWH - 11 A.O.Smith   Term.Rm.#201.32          AEJC6   AA/ 2nd. Fl. Off.        New   1 yr.

   6 Gal. 0929J004974
EWH - 12 A.O.Smith   Term.Rm.#201.33          AEJC6       Vacant        New   1 yr.

   6 Gal. N/A
EWH - 13 A.O.Smith    Term.Rm.#201.34          AEJC6 Jetblue/2nd. Fl.        New   1 yr.

   6 Gal. N/A
EWH - 14 A.O.Smith    Term.Rm.#201.35          AEJC6    Delta /2nd. Fl.        New   1 yr.

   6 Gal. N/A
EWH - C104 A.O.Smith Cen Conc 1.Y26.20        DSE - 50 W.CC.Restrooms        New   1 yr.

  50 Gal. SC041005873
GWH - 1 PVI     Term.Rm.#104.1  800-P-250A-PVL       Terminal        New   1 yr.

  250 Gal. 609127412
GWH - C101 PVI Cen Conc 1.Y27.4      72P-250-A W.CC.Restrooms        New   1 yr.

  250Gal. 202106297
GWH - C102 PVI Cen Conc 3.Y14.1  1000P-400A-TP W.CC.Restrooms        New   1 yr.

  400 Gal. 202106298

20‐26



HVAC Equipment List
Hobby Airport

Revised June 20, 2011
Deletions are shown in "Red"
Additions are shown in "Blue"

EQUIPMENT ID EQUIPMENT 
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FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

GWH - C103 PVI Cen Conc 1.Y4.4    40P- 250A-MX  E.CC. Restrooms        New   1 yr.
     50 Gal. 202106299

CU - #1 Carrier     FAA - Roof  38AH084E601FA    FAA building          Good  5 yrs.
   80 Ton 3305Q06365

CU - #2 Carrier     FAA - Roof  38AH084E601FA    FAA building          Good  5 yrs.
   80 Ton 3405Q06363

Heat Exchanger #1 Carrier  2nd. Fl. Mech. Rm.    FAA building          Good  3 yrs.
   80 Ton

Heat Exchanger #2  2nd. Fl. Mech. Rm.    FAA building       Deficient 32 yrs.
   80 Ton

AHU - #1 Temptrol  2nd. Fl. Mech. Rm.       BZ27SLC    FAA building       Deficient 32 yrs.
 1745 rpm 6457
10 HP.

AHU - #2 Temptrol  2nd. Fl. Mech. Rm.       BZ27SLC    FAA building       Deficient 32 yrs.
1760rpm 6458
7.5 HP.

AHU - #3 Temptrol  2nd. Fl. Mech. Rm.       BZ27SLC    FAA building       Deficient 32 yrs.
1760 rpm 6459
7.5 HP.

AHU - #4 Temptrol  2nd. Fl. Mech. Rm.       BZ27SLC    FAA building       Deficient 32 yrs.
1760rpm 6460
7.5 HP.

CWP - #1 Marathon  2nd. Fl. Mech. Rm.       E301M    FAA building       Deficient 32 yrs.
850095- CA05
10 HP.

CWP - #2 Marathon  2nd. Fl. Mech. Rm. EH215TTDR7056-    FAA building        Deficient 32 yrs.
215CTV 1058780
10 HP. CEWFI

Electric Water Heater Dayton     Boiler Room        3E126K    FAA building            Fair 20 yrs.
   80 Gal. 8826304663

BOILER Bryan     Boiler Room    CL120-W-G1    FAA building         Deficient 32 yrs.
  120 Gal. 75445

HW - Pump Pacific     Boiler Room    BKM46476    FAA building         Deficient 32 yrs.
  84 gpm 115955-733
  3 HP.

Air - Compressor Honeywell      Boiler room    240B3A5B1A    FAA building          Deficient 36 yrs.
1425rpm 1062585295-
3/4 HP.

Air - Dryer Speedaire       Boiler Room G010A115020-    FAA building          Deficient 32 yrs.
2953L
        4XX26

DHW - Pump Bell-Gossett       Boiler Room      M10711-1-00    FAA building             Fair 20 yrs.
10SCFM 8978
  60 gpm N/A
1/6 HP.
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Exh.Fan #1       FAA Roof      181-BCR-A    FAA bathroom             Fair 20 yrs.
 1725rpm N/A
1/4 HP.

Exh.Fan #2       FAA Roof      142BCR-A    FAA bathroom             Fair 20 yrs.
 1725rpm N/A
1/4 HP.

Water Fountain # 1 HalseyTaylor       FAA / 1st Fl.    FAA / 1st.Fl.             Fair 20 yrs.
Water Fountain # 2 HalseyTaylor       FAA / 2st Fl.    FAA / 2nd. Fl.           Good  4 yrs.
DX - #1 Trane     Fire Station    BTA090C400MB    Fire Station         Deficient 27 yrs.

  7 Ton B04196112
1/2 hp.

DX - #2 Trane     Fire Station    BTA090C400MB    Fire Station         Deficient 27 yrs.
  7 Ton B04196118
1/2 hp.

DX - #3 Trane       Fire Station     BTA090C400MB    Fire Station         Deficient 27 yrs.
  7 Ton B04196120
1/2 hp.

Heat Furnace #1 Trane     Boiler Room     BLU162E96081    Fire Station         Deficient 27 yrs.
250000btu 807514666
1/2hp

Heat Furnace #2 Trane     Boiler Room     BLU162E96081    Fire Station         Deficient 27 yrs.
250000btu 807514676
1/2hp

Heat Furnace #3 Trane     Boiler Room     BLU162E96081    Fire Station         Deficient 27 yrs.
250000btu 807514677
1/2hp

Heat Furnace #4 Trane     Boiler Room     BLU162E96081    Fire Station         Deficient 27 yrs.
250000btu 807514665
1/2hp

Heat Furnace #5 Trane     Boiler Room     BLU162E96081    Fire Station         Deficient 27 yrs.
250000btu 807514675
1/2hp

Heat Furnace #6 Trane     Boiler Room     BLU162E96081    Fire Station         Deficient 27 yrs.
250000btu 807514674
1/2hp

Water heater - 1 Brad-White     Boiler Room    D100T-1993N    Fire Station         Deficient 27 yrs.
19000btu SM4008458

Air - Compressor Champion     Fire Station         VR1012    Fire Station         Deficient 27 yrs.
10 hp R3015271

Air - Dryer Champion     Fire Station 8025    Fire Station         Deficient 27 yrs.
Exhaust Fan Greenheck  Fire Station Roof         CUBE-GB    Fire Station         Deficient 27 yrs.

1100rpm N/A
1/4 hp

Electric Heater - 1 Trane  Fire Station Roof              N/A  Chemical Room         Deficient 27 yrs.
5000btu N/A
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Gas Heater - #1 Trane      Fire Station       GPNC025    Truck Station         Deficient
25000btu N/A

Gas Heater - #2 Trane      Fire Station        GPMC025    Truck Station         Deficient
25000btu N/A

Gas Heater - #3 Trane      Fire Station        GPMC025    Truck Station         Deficient
25000btu N/A

Pump Grinder - #1 Meyers      Fire Station       1-5955-7332     Fire Station         Deficient
  5 hp BKM36476

Pump Grinder - #2 Meyers      Fire Station        1-5955-7332     Fire Station         Deficient
  5 hp BKM36476

Drink Fountain - #1 Halsey Tayl.      Fire Station     Halsey-Taylor     Fire Station         Deficient
N/A

Drink Fountain - #2 Halsey Tayl.      Fire Station     Halsey-Taylor     Fire Station         Deficient
N/A

Drink Fountain - #3 Halsey Tayl.      Fire Station N/A     Fire Station         Deficient 27 yrs.
Heat Pump - #1 Carrier   A&G Building         50P0R12    A&G building          Deficient

 7.5 Ton P794413
Heat Pump - #2 Carrier   A&G Building    50CH003520PA    A&G building          Deficient

 10 Ton 1066072351
Window Unit - #1 InterTerm   A&G Building              N/A    A&G building           Good

12000btu N/A
Window Unit - #2 Whirlpool   A&G Building              N/A    A&G building           Good

12000btu N/A
Gas  Heater - #1 Dayton   A&G Building    A&G building          Deficient

1725 rpm 8223628
3/4 hp

Gas  Heater - #2 Dayton   A&G Building    A&G building          Deficient
1725 rpm 8223694
3/4 hp

Gas Heater - #3   A&G Building    A&G building          Deficient 30 yrs.
Gas Heater - #4   A&G Building    A&G building          Deficient 30 yrs.
Exhaust fan - #1 N/A   A&G Building        MD066QVA    A&G building          Deficient

N/A
Exhaust fan - #2 N/A   A&G Building        MD066QVA    A&G building          Deficient

N/A
Exhaust Fan - #3 N/A   A&G Building        MD066QVA    A&G building          Deficient

N/A
Gas Water Heater VanGuard   A&G Building            6E - 720    A&G building          Deficient

  30 gal. VG 0192838786
Electric Water heater Rheem   A&G Building      82V52-2    A&G building             Good

  50 Gal. RH1006222827
Drink Fountain - #1 SunRoc   A&G Building       HCWC8F-002    A&G building          Deficient

98370201
Drink Fountain - #2 SunRoc   A&G Building       HCWC8F-002    A&G building          Deficient

93176522

 6 yrs.

30 yrs.

30 yrs.

32 yrs.

32 yrs.

27 yrs.

27 yrs.

27 yrs.

 5 yrs.

30 yrs.

30 yrs.

30 yrs.

32 yrs.

32 yrs.

27 yrs.

27 yrs.

27 yrs.

32 yrs.

10 yrs.

27 yrs.
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FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

AHU - #1 Carrier   Electric Bldg.     39LB12ABCB4-    Electric Bldg.           Good
4500cfm     ALS-E9
  3 hp 4004F62281

CU - #1 Carrier   Electric Bldg.    38ARS012-611    Electric Bldg.           Good
 900rpm 3604G30025
1/4 hp

Exhaust Fan - #1 N/A   Electric Bldg.            N/A    Electric Bldg.          Deficient
 800cfm N/A
1/4 hp

Electric Water Heater A.O Smith    Electric Bldg.    DVE529-16   Electric Bldg.            Good
  50 Gal. J04M009047

Electric Ceiling Heater Dayton    Electric Bldg. N/A   Electric Bldg.          Deficient
       N/A

AHU - #1 Carrier    South Vault    40RR-012-550    South Vault            New
  10 Ton T981163
  2 hp

CU - #1 Carrier    South Vault             N/A    South Vault            New
  10 Ton N/A
1/2 hp

AHU - #2 Carrier    South Vault 40RRUAA12A2A6A    South Vault         Good
   10 Ton 2910U18517

CU - #2 Carrier    South Vault 38AUDA12A0A0A0    South Vault         Good
   10 Ton 221DG30080

AHU - #1 Coleman    North Vault    HCHB-W120AA    North Vault           Good
   10 Ton N0H7209385
   2 hp

CU - #1 Carrier    North Vault 40RM012-H611H6    North Vault           Good
   10 Ton 0509U02233
   1 hp

AHU - #2 Lennox    North Vault    CBH17-135U-1    North Vault           Poor
   10 Ton 5192D76684
   2 hp

CU - #2 Carrier    North Vault    38ARZ-012-601    North Vault           Good
   10 Ton 0504G1004B
  1/4 hp

Electric Heater #1 Markel    North Vault    P3P51Q5CA1    North Vault           Fair
   5 KW N/A

Electric Heater #2 Markel    North Vault    P3P51Q5CA1    North Vault           Fair
   5 KW N/A

Electric Heater #3 Markel    North Vault    P3P51Q5CA1    North Vault           Fair
   5 KW N/A

G/T Rooftop Carrier Parking garage 5065-396-301 GarageG/T office        Deficient
   4 Ton 3093G35541

TaxiBooth window unit LG Parking garage     LW1210HR Taxi Booth office          Good
12000btu N/A

 1 yr.

26 yrs.

 3 yrs.

30 yrs.

30 yrs.

 1 yr.

10 yrs.

10 yrs.

 5 yrs.

 7 yrs.

 6 yrs.

 5 yrs.

 2 yrs.

20 yrs.

 6 yrs.

18 yrs.

18 yrs.

18 yrs.
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C.F.M. – Cubic Feet Per Minute G.P.M. – Gallons Per Minute CW – Chilled Water HW – Hot Water BTU – British Terminal Units
FT – Feet HD – Head S.P. – Static Pressure P.S.I. – Pounds Per Square Inch  H.P. – Horsepower  NIC - Not In Contract

Rooftop - #1 Weather King   Taxi staging Area     M-AJA48A01 Taxi staging bldg.            New
   4 Ton 7657N340906521

Window Unit LG    Taxi staging Area      LW1210HR     Taxi  booth            New
12000btu N/A

ACU‐T103             Leibert    Construction Area    MMD36E7A0SD0            New
             3 Ton / 1/2 HP       0925N185806
CU‐T103             Leibert    Construction Area    MMD36EAA7A            New

   3 Ton / 1/2 HP       0926N185980
AHU‐T109  VAV‐4          Titus New Baggage Claims           DESV    Baggage claims           New

   2.9 KW / 755CFM
AHU‐T109    VAV‐5          Titus New Baggage Claims           DESV    Baggage claims           New

  4.4 KW / 1150CFM
AHU‐T109  VAV‐6          Titus New Baggage Claims           DESV    Baggage claims           New

  3.9 KW / 1025CFM
AHU‐T109    VAV‐8          Titus New Baggage Claims           DESV    Baggage claims           New

  2.6 KW / 680CFM
 AHU‐T109   VAV‐9          Titus New Baggage Claims           DESV    Baggage claims           New

  4.1 KW / 1080CFM
 AHU‐T109   VAV‐11          Titus New Baggage Claims           DESV    Baggage claims           New

  8.2 KW / 2160CFM
 AHU‐T109   FTU‐12          Titus New Baggage Claims           DESV    Baggage claims           New

  7.7 KW / 1075CFM
 AHU‐T109   VAV‐13          Titus New Baggage Claims           DESV    Baggage claims           New

  8.2 KW / 2160CFM               
AHU‐T109   VAV‐16          Titus New Baggage Claims           DESV    Baggage claims           New

  5.7 KW / 1500CFM
AHU‐T111  VAV‐8          Titus New Baggage Claims           DESV    Baggage Claims           New

  4.1 KW / 1080CFM
AHU‐T111    VAV‐10          Titus New Baggage Claims           DESV    Baggage Claims           New

  8.2 KW / 2170CFM
AHU‐T111    FTU‐11          Titus New Baggage Claims           DESV    Baggage Claims           New

  8.4 KW / 1075CFM
VAV‐12           Titus New Baggage Claims           DESV    Baggage Claims          New

  8.2 KW / 2170CFM
EF‐T102      GreenHeck       Tug Tunnel   B6014015011814340 Heat Pump Room          New

      1/6 HP
EWH ‐15     Lochnivar          LTX066KK          New

 65 Gal./ 4500Watts      FH12285074 DN

 1 yr.

 1 yr.
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DX ‐ #1   Carrier Fire Station  ASM96XTV Fire Station  New 0 yrs.
1/2 hp. 7 Ton  11E02381S

DX ‐ #2 Carrier Fire Station  ASM96XTV Fire Station  New 0 yrs.
1/2 hp. 7 Ton  11E02380S

DX ‐ #3 Carrier Fire Station  ASM96XTV Fire Station  New 0 yrs.
1/2 hp. 7 Ton  11E02382S

Heat Furnace #1    Carrier Fire Station  38AUZA08A0A6A Boiler Room New 0 yrs.
1/2hp 250000btu  1011G20086
Heat Furnace #2  Carrier Fire Station  38AUZA08A0A6A Boiler Room New 0 yrs.
1/2hp 250000btu  1011G20086
Heat Furnace #3 Carrier Fire Station  38AUZA08A0A6A Boiler Room New 0 yrs.
1/2hp 250000btu  1011G20086
Heat Furnace #4 Carrier Fire Station  38AUZA08A0A6A Boiler Room New 0 yrs.
1/2hp 250000btu  1011G20086
Heat Furnace #5 Carrier Fire Station  38AUZA08A0A6A Boiler Room New 0 yrs.
1/2hp 250000btu  1011G20086
Heat Furnace #6 Carrier Fire Station  38AUZA08A0A6A Boiler Room New 0 yrs.
1/2hp 250000btu  1011G20086
Cond. #1  Daikin Garage  RXYMQ36PV Garage(pass.pu.) New 1 Yr.
3 Ton / 1/3 HP E000396
York (WSHP) York Central Concourse YSEAAES4‐CUES Main Terminal Good 1 Yr.
225  Ton SCWM‐485880
7 ½ 23 Ton Leibert MDF Rm.T11703 CW060UCSA20440 W/Ramp #133 Good 1 Yr.

CO9H140042
7 ½ 23 Ton Leibert MDF Rm.T11703 CW060UCSA20440 W/Ramp #133 Good 1 Yr.

CO9H140041
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